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Photo 16.  Air/Vacuum-Release Valves (Subsection 4.2.1.4) 

Air/vacuum-release valve on 
anti-siphon loop 

Air/vacuum-
release valve on 
carbon vessel 
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Photo 17.  Air/Vacuum-Release Valves (Subsection 4.2.1.4) 

Lower air/ 
vacuum-
release 
valve on 
carbon 
vessel 
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Photo 18.  GAC Units at the Waterman Plant (Subsection 4.2.2) 
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Photo 19.  Chlorination System (Subsection 4.2.3) 
 
 

 
 

Photo 20.  Pressure Gauge (Subsection 4.2.4) 

Chlorine injection point 
on the pressure-
sustaining valve 

60-psi pressure 
gauge 
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Photo 21.  Pressure Gauge (Subsection 4.2.4) 
 
 

 
 

Photo 22.  Flow Meters  (Subsection 4.2.5) 

Lag vessel effluent, 0-60 psi 
pressure gauge 

Water specialties 
propeller flow 
meter (8”) 
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Photo 23.  Flow Meters  (Subsection 4.2.5) 
 
 

 
 

Photo 24.  Carbon Vessel Sampling Ports (Subsection 4.2.6) 

Treatment plant effluent 
flow meter (24”) 

Sample port 
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Photo 25. Carbon Vessel Sampling Ports (Subsection 4.2.6) 

Sampling ports 
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Photo 26.  Carbon Vessel Sampling Ports (Subsection 4.2.6) 

Sample ports 

25% 

50% 

75% 
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Photo 27.  Backwash System (Subsection 4.2.7) 

Backwash 
discharge pipe 

Backwash 
collection 
trench 

Backwash 
header 




